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Brent Bradford
Executive Secretary
Utah Air Conservation Committee
15fl West North Temple
Salt Lake City Utah 84110

Pear Mr Bradford

Intermountajn Power Project IPP Plan Review
Reciuest for More Information

This is in response to your September 1982 letter reiuestinginformation concerning the IPP plant design and operating
procedures Enclosure ofthis letter consists of responses to
your concerns and to cuestions raised by member of your staff
in followup telephone conversation

On December 1980 the State of Utah Department of HealthDON issued an air quality apiroval order to the IPP for theconstruction and operation of power plant at the Lynndy siteThat order contains certain provisions and Conditions that must
be met in the operation of the IPP It also calls for the IPP
to file with the DON copies of materials filed with the UnitedStates Environmental Protection Agency EPA
The IPP has filed with EPA and the DON unsigned copies ofcontract acreements relevant to the coflstructjon of the emissioncontrol ectuipment for IPP Sicined copies of these contracts arenow available and are enclosed for your records Please notethat these contracts contain no changes of significance to thecontrol equipment design or performance Enclosure of thisletter is Contract No 2010N Boiler Units NOx control systemEnclosure is Contract No 62.0203 Fabric Filters particulatematter control system and Enclosure is Contract No 62.0202Flue Gas Wet Scrubber 502 control system Enclosure is
Change Order ro 003 to Contract No 62.0202 which is the onlyChange Order to date that provides for significant change ofcontrol ecsuiorient design or performance This Change Order isdiscussed in Iteir of Enclosure

Proect MrinacjerlDepartment of Water arid Power Ct of Los Angeles
lii NoHh Hope Street Las Angees ColiforniaiMading Acess PC Box 111-Room 931 Los Angeles Californa 90051
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Based on information in the previously submitted unsigned
contracts the DOH in the September 1982 letter questioned
whether total emissions at the IPP Lynndyl site would be more
than those on which the 1980 DOH approval order was based and

suggested that State proceedings to modify the terms and
conditions of the 1980 order might be recruired As discussed
below total emissions from the project will be substantially
less than those authorized in 1980 because on March 31 1933 the
size of the project was officially reduced from four to two

generating units As to the remaining two generating units
refinements have been made in their desicn hut none of these
refinements will affect the IPPs ability to comply with the
terms and conditions of the 1980 atproval order In sum the
current design of the project will result in substantially less
emissions and air aualitv impacts than those evaluated when this
project was granted an approval order to construct and operate
in 1980 IPP is thus not making any changes which will
increase the aiiiount or change the effect of or the character
of air contaminants discharged Utah Air Conservation
Regulations UACR Section 3.1.1 so as to create air
pollution i.e conditions injurious to human health or
welfare animal or lant life or property UAC Section 1.1.10
The referenced changes do not constitute major modifications of
the source and therefore do not trigger additional Prevention
of Significant Deterioration review under UACR Section 3.6

The Cramer Company Inc has recently completed
computer modeling analysis for both stack and fugitive emission
impacts for the current twogenerating unit design Their
report containing the method of analysis and the emission impact
results will he submitted to you when it is finalized Results
of this analysis are summarized in Item of Enclosure

The information in this letter and its enclosures demonstrates
that the refinements in IPP design which include reduction in
the number of generating units will not result in any increases
in the amounts or effects of air contaminants from the IPP site
We assume that the time periods set forth in UACR Section 3.1.2
will begin on the date of receipt of this transmittal insofar as
it completes the information recuired for aproval of an Amended
Notice of Intent covering the changes in the emission control
equimment and the downsizing of the project
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If you or your staff require any additional inforuatjon pleasecontact rr Roger Pelote at 213 L8131412

Sincerely

iC.LU4

ES ANTHONY
Project Director
Interrountajn Power Project

TLCgp
Enclosures

cc Mr Kircher u/Enclosures
EPA Region VIII
1860 Lincoln Street
Denver Colorado 80295
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Enclosure

response to the Items Listed in the DOBs
SentepTher 182 Letter and Followun Telephone Conversation

Your letter raised eight issues about the constructionand operation of the IPP The following paragraphs respond toeach of those issues and to additional uestions raised bymember of your staff in subseouent telephone conversation

Size of Units at the Lynndvl Site

Item of your letter suçjcests that the pronoed boilersize at the Lnndyl site will result in emission increases thatwill necessitate not only additional air crualitv modeling butalso the issuance of modified permit following all the
procedural steos that issuing new permit entails For thereasons discussed below the IPP is not rakinrr any chance thatincreases emissions above those authorized the project air
crualitv apnrova order

The IPP was recently decreased in size from four to two
generating units Previous air cxualitv impact studies werebased on fourunit project with each unit having nominal
rating of 750 megawatts net which corresponds to boiler heat
input of 7t193 i9 BTTJ/hour lthouqh neither the boiler
design nor the estimated nominal rating of the units has changedsignificantly the standard utility practice of designing the
major power plant components with conservative margin of
safety and providing steam for auxiliary uses has resulted inunits that will have boiler heat input as high as 8.352BTU/hour These units will comply with all conditions of theair cuality approval order

The Cramer Company Inc has recently completednew air auality imnact study using the holler heat input valueof 8.352 io9 BTU/hour for the twounit project The resultsof this study show that emissions and air auality impacts willhe substantially reduced from those previously projected for thefourunit project therefore we believe that formal
modification of the air quality approval order is inappropriate

The pollutant emissions from the twounit using theboiler heat input value of 8.352 i0 BTU/hour are compared tothe previous fourunit IPP emissions using the boiler heat inputof 7L93 109 BTtJ/hour in the table below The emissions forparticulate matter PM are stack emissions only These valueswere used in the air quality impact study

IPI 1_000845



Total Emission Rate in Crans/Sec

April 1983 June 1981
Two Units Four Units

24flour Annual 2L1Hour Annual
Pollutant Period Average Period Average

SO2 316.0 268.0 584.8 497.0

PM stack 42.2 35.8 74.8 63.6

NOx Not 1157.6 Not 2247.4
Applicable Applicable

The projected nollutant impacts from the twounit 1PP
and comparison to the previous fourunit IPP the applicable
Prevention of Sicrnificant Deterioration PD increments and
National Ambient Air Quality Standards NAQS are given below
The impacts for include impacts for oth stack and fugitive
emissions

Miowable NAQS ug/m3 IPP Impacts ug/m3
Class II

Applicable PSD
Averaging Increment April 1983 June 1981

Pollutant Time ug/n3 Prirriar Secondary Two Units Four Units

SO2 hours 512 None 1300 70 143

24 Hours 91 365 None 27 61

Annual 20 80 None 0.88 2.12

PM Annual 19 75 50 9.3 18.6

NOx Annual None 100 100 3.80 9.60

Operation Curtailment During Breakdowri/
Malfunction of Pollution Control Eciuinment

Section 4.7 of the Utah Air Conservation Regulations
tJACP provides that excessive emissions resulting from the
unavoidable breakdown of eQuipment or procedural errors will not
be deemed violation of DOlT regulations However violations
caused entirely or in part by preventable upset conditions of
preventable equipment breakdown are not to he considered
unavoidable breakdowns As noted in Item of your letter
Section 4.7 also requires operation curtailment during
breakdown/malfunction of pollution control equipment to level
commensurate with air control capacity
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Your letter refers to the IPP contract term that calls
for bypassing the baghouse and SO2 scrubber in the event of
excess temnerature at the haghouse inlet excessive oressure
drop in the baghouse excessive pressure at the inlet to the
baghouse and electrical stem failure The letter then
requests that IPP submit details of its hreakown/nalfunctjon
operating procedures to allow the DOH to determine if those
procedures will ensure compliance with UACR Section 4.7

The IPP is being planned for full compliance with
UACP Section Lt.7 during oneration of the plant and will have
operating procedures that will ensure compliance with
Section 4.7 during the breakdown/malfunction events that you
cited in your letter Sur-rrarized below is what the IPP intends
to do to meet the reQuirements of Section 4.7 during the
breakdown/malfunction events you cite

Your letter suggests that the breakdown/malfunction
events about which you are concerned will lead to by assing both
the SO2 scrubbers and the haghouse Actually the events cited
in your letter will not result in hvnassing the 5O scrubbers
The flue gas wet scrubbers contract has been modified by Change
Order No 003 and now provides only for bypass of uo to 25
percent of the flue gas for Unit and no bypass of the flue gas
scrubbers for Unit as shown in Enclosure

The 25percent bypass is heinri installed around the
Unit flue gas wet scrubber because of construction scheduling
considerations in the event of delay in the erection
activities of the wet scrubber

This 25percent bypass is intended to he used during
initial ambient air testing of the forced draft FD fans and
the induced draft ID fans and during the chemical hoilout of
the boiler These fan tests and boiler hoilout are scheduled
prior to commercial oPeration and may occur before the erection
of the wet scrubber is completed fter the initial fan testing
and boiler bailout the 25percent hvass damper around the Unit

flue gas wet scrubber will be closed The IPP does not intend
to bypass the 502 scrubbers after commercial startup of the
plant

Since the SO2 scrubbers will not be bypassed the
followinc paragraphs summarize only the baghouse bypass to
ensure comnliance with Section 4.7 of the UACP Fssentiall
the IPP will he bpassing the haghouse only lcng enough to
correct the cause of the rroblem If the nroblem cannot be
solved in short eriod of time the unit will be safely shut
down or load limited

The SO2 scrubbers will he in operation rrior to
operation of the boiler units and will remove substantial
amount of henever the haghouse is bypassed The
scrubbers also have two fourpass mist eliminators an flue casreheaters to reduce opacity and emissions
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Excessive Terperature at the Eaqhouse Inlet

You indicated concern about bypassing the haghouse in
the event of excess temperature at the baghouse inlet
Continuous operation of unit with excessive flue gas
temperature would cause the hailer to malfunction could cause
deterioration of the bags in the baghouse and could cause
extensive damage to the induced draft fans the wet scrubber
the chimney liner and the interconnecting ductwork In case of
excessive temperature at the haghouse inlet the baghouse will
he bypassed to protect the bags from deteriorating and the
boiler will be shut clown or load limited as quickly as possible
as required by Section 4.7 of the tThCP

Excessive Pressure Drop in the Baghouse

You requested us to note the bypass procedures to be
used in the event of an excessive pressure drop in the baghouse
This malfunction could occur due to problems associated with the
baghouse cleaning cycle The baghouse will be bypassed to avoid
fabric filter damage and the boiler will he shut down as quickly
as possible if this problem cannot be corrected as required by
Section 4.7 of the TJACP

Excessive Pressure at the Inlet to the Baghouse

You asked that we indicate the baghouse bypass
procedures to he used if there is excessive pressure at the
inlet to the baghouse This condition will occur only if
boiler explosion occurs or if the boiler gas path is restricted
with the FD fans in service These conditions are dangerous
unavoidable breakdown situations in which the boiler rust he
safely shut down as quickly as possible The haghouse bypass
dampers will be opened in these breakdown situations to allow
gas path from the boiler and to avoid permanent structural
damage to the baahouse as recuired by Section 4.7 of the UACP

Electrical System Failure

Finally you asked for the baghouse bypass procedures
to be used in case of an electrical system failure If the
sources of control power are lost for the whole generating unit
the boiler will shut down to prevent boiler explosion This
situation is considered an unavoidable breakdown as provided for
by Section 47 of the UACR If the sources of control power are
lost only to the haghouse programmable controllers then
backup source of power is automatically brought into service
If this system also fails the fabric filter is designed to go
into bypass to allow safe shutdown

Scrubber Onerations Under Positive Pressure

Item of your letter notes that our scrubber contract
calls for the SO2 scrubber to be designed for operation under
positive pressure You have indicated that the DOE normally
considers negative pressure operation to be Best Available
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Control Technology I3ACT because that may reduce SO2 emissions
from leaks in the scrubber shell and ductwork You then asked
if the IPP scrubber design could he changed to provide for

negative pressure operation and whether that would add an
excessive cost to the project

The SO2 scrubber originally proposed and approved in
the air quality aporova.1 order was designed for operation under
positive pressure The nresent design has been somewhat refined
but retains the positive pressure feature

The proposed 3ysterfl will assure compliance within the

permit terms and for this reason alone would be considered
BACT under EPAs PSD regulations The IPP believes that its

positive pressure scrubber system is EACT and better
technology than negative pressure scrubber system for reasons
discussed below

negative pressure scrubber system requires that the
ID fans he placed downstream of the scrubber Even when
reheated the treated flue gas from the SO2 scrubbers would
deposit debris on ID fans downstream of the scruhbers which
would cause corrosion and severe vibration This corrosion and
severe vibration would diminish the availability of the ID fans
which would diminish the availability of the generating units

cost of approximately 4OO million in replacement power would
result from each percent of unavailability of the units For
this reason the SO2 scrubber system was designed to minimize
the amount of downstream ductwork and equipment

design change in ID fan location to make change
from positive to negative pressure in the 502 scrubbers cannot
practicably he made due to the advanced stage of the contractual
agreement between IPP and the manufacturer Any changes to
these contracts will result in excessive costs and delays to IPP
due to renegotiation and redesian Each day of delay would
result in an additional cost of approximately $2 million

We wish to point out that we do not plan to operate the

502 scrubber system if there is significant leak This is
primarily for reasons of personnel safety Since the scrubbers
and ductwork will be of gastight construction and since the SO2
scrubber modules at IPP will be located within an enclosed
building any leaks which might develop will he uick1v detected
and corrected Also since the scrubber consists of six

independent modules each with mansafe flue gas inlet and
outlet daiper and since two of the six modules are spares on
line scruther maintenance will be performed when needed

Change From Lime to Limestone Scrubber

Item of your letter points out that the original
plant design called for use of lime SO2 scrubber but that the
IPPs contract now calls for the installation of limestone SO2
scrubber You stated that the design change might create
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change in the materials handling systems fugitive dustcontrols fugitive dust emission rates and amount of sludgecreated You then indicate that you require that modeling bedone for any emission changes and that iou recuire that designspecifications be submitted for review

The IPP has completed fugitive emissions systemanalysis due to desicrn changes in the materials handling systemsand fugitive emission controls The design change from lire tolimestone handling change in the quantity of sludge createdfor disposal and design changes in coal handling have beenincluded in this analysis The fugitive emissions were modeledwith the stack emissions for air ua1itv impacts and are givenas the PM impact in the emissions impact table included in theresponse to auestion of your letter As you can see theimpact is well below the applicable standards

The control technology and control efficiencies forthese emissions are eaual to or better than those approved asBACT by the DOll and EPA during the IPP permit application reviewand should therefore be considered ElCT

Baghouse Filter

Item of your letter indicates that page 2A17 of thebaghouse contract states that the filter is not required to meetperformance sPecifications at maximum flow You asked us toclarify this statement and explain how the baghouse filter wouldoperate at levels necessary to meet State and Federal law
The IPP will comply with State and Federal regulationsat all boiler performance flow rates The maximum flow that isdefined in the fabric filter specifications and referenced inSection 2A.5.6 is flow rate that is in excess of any conditionthat IS anticipated and is used for structural limitationpurposes only

Section 2A.7 PERFOPMTCE CUAPNTEE states that thebaghouse will meet the permit eisjon and opacity limits for100 percent of the value listed in 2rticle 2A.5.5 Design FlowConditions 8.352 1O BTCn/hour heat input to each hoilwill nofreate flow greater than design flow conditions

Compliance Testing

Item of your letter recuests that in order to avoiddisputes over compliance testing the IPP should provide moredetailed information Concerning the location of complianceemission monitors secifving whether the IPPs calculationsof haghouse filter flow measurement will be consistent with EPAethods 15 or 17 confirming that any particulates carriedthrough the scrubber mist eliminator into the stack and capturedin the sampling train are to be included in the compliancedemonstration for particulate mass emission rate andCd confirming that during performance tests soot blowing of
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boiler and economizer and stack gas reheat tubes must he
representative of normal operations

Detailed plans showing location of Compliance Emission
Monitors CENs are currently being prearod The plans will he
submitted to you as they become available and at least 30 days
prior to commercial operation of the first boiler CErs will be
located in the stack at an elevation greater than eight flue
diameters above the breaching In addition CEMs will be
located downstream of the SO2 scrubber

Compliance demonstration tests to he submitted to you
and the EPA will use EPA Methods 15 or 17 and use only the
measured value of flow rate These compliance tests will be
made at approved DOl- and EPA duct and stack locations These
tests will he made at the same time as the performance guarantee
tests

The performance guarantee tests are for contractual
guarantees between the owner and the manufacturer only
Nevertheless the performance guarantee tests will use EPA
Methods 1-5 or 17 the gas flow for those tests shall he taken
as the arithmetic average of the experimentally measured flow
and the calculated stoichiometric flow will be adjusted for
excess combustion air The performance guarantee test data will
not he used for compliance testing

Particulates captured in the sampling train will be
included in the compliance demonstration tests for particulate
mass emission rate as specified in the appropriate EPA testing
procedures

During the compliance demonstration tests soot blowing
of boiler economizer and stack gas reheat tubes will he
representative of normal operation

PostConstruction nibient Air Monitoring

Item of your letter reminds us that the IPP must
conduct postconstruction ambient air monitoring and requires
the IPP to submit detailed monitoring plan before any
monitoring is done

The IPP will comp.v with the DOH and EP recuirements
for postconstruction ambient air monitoring The IPP will
provide you and EP with detailed monitoring rlan for approval
as it becomes available and at least 30 days before commercial
operation of the first boiler

IPP Decision to Build Only Two Units at This Time

Item of your letter notes that if the IPP decides to
build only two units at this time then the existing approval
order covering the other two units would have to be reevaluated
if and when the IPP decided to proceed on those two units
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On March 31 1983 the IPP decided to build only t.o
units at the Lynndvl site If in the future the IPP decides
to proceed with Units and it will make appropriate
application to the DOH with the required supporting information

Responses to Cuestions Paised by Mr David Kota

In an October 13 1982 teleohone conversation with our
Mr Stenhen Clark Mr David onta of your office asked if
the IPP will have water treatment facility which will result
in an increase in fuqitive emissions due to disposal of water
treatment sludge Mr Konta indicated that any such increase in
fugitive emissions would have to he included in modeling
analysis of fugitive emissions

The IPP will have water treatment facility Lime
will be transported by truck approximately two to four
deliveries per month to lime storage silos no lime piles
The lime will be pneumatically transported to the water
treatment facility When the facility operates the waste
liquid that is generated will he piped to the SO2 scrubber
Since there will not be any truck transport of wet material
and since truck transport of lime is minimal there will be
negligible fugitive emissions as result of the water treatment
facility Thus no fugitive emissions modeling analysis should
be reciuired as result of the operation of the water treatment
facility
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